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Total organic carbon removal from a chemical lab’s 
wastewater using Fenton’s reagent 
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ABSTRACT  
Treating industrial wastewater represents a serious problem nowadays; it requires a strong understanding of the particular sy stems 
and (in most of cases) ad hoc solutions. This work describes the use of Fenton’s reagent (reaction betw een H 2O2 and Fe(II)) for re-
moving total organic carbon (TOC) from a particular chemical laboratory’s lab-scale batch reactor w astew ater. Some operating 
variables (hydrogen peroxide and ferrous ion concentration, temperature and pH) were evaluated regarding final TOC removal. An 
economic optimisation was made by means of a second order polynomial model representing these variables’ behaviour regarding 
TOC removal (0.94 R2). The highest experimentally reached TOC removal was 88.8% at 50 mg/L [Fe(II)] 0, 50 mM  [H2O2]0 , pH=2.8 at 
80oC, w hile 53.9% was obtained in optimised conditions, i.e. 36 mg/L [Fe(II)] 0 , 45.5 mM [H2O2]0 , pH=2.6 at 20°C. It was found that the 
Fenton process could achieve 41% removal, even in adverse conditions (pH close to 6). It was noted from the analysis that both H2O2 
concentration and temperature had a powerful effect on organic matter degradation efficiency, as well as on total treatment cost. 
Keywords: Fenton’s reagent, advanced ox idation, laboratory w astew ater, TOC removal.  
 
RESUMEN 
El tratamiento de efluentes residuales industriales representa un serio problema en la actualidad, ya que, por lo general, requiere de 
soluciones particulares (ad hoc). Este trabajo describe el uso del reactivo Fenton [reacción entre H2O2 y Fe(II)] en la remoción de 
materia orgánica medida como carbono orgánico total (COT), sobre un efluente proveniente de un laboratorio de análisis quím i-
co. Para dicho fin se evaluó el papel que desempeñan algunas de las condiciones de operación del proceso [concentraciones de 
H2O2 y Fe(II], temperatura y pH] sobre la remoción final de COT del efluente. Al mismo tiempo se desarrolló la optimización econó-
mica del tratamiento, ajustando los datos experimentales a un modelo multivariable polinomial de segundo orden que representa  
el comportamiento del sistema con un R2 de 0.94. Experimentalmente, la mejor remoción encontrada fue de 88,8%, empleando 
[Fe(II)]0 = 50 mg/L; [H2O2]0 = 50 mM; pH = 2,8 y T = 80 oC, mientras que en el óptimo económico ([Fe(II)]0 = 36 mg/L; [H2O2]0 = 45,5 mM ; 
pH= 2,6 y T = 20 °C) se alcanzó un 53,9%. Por otra parte, se evidenció que incluso en condiciones adversas para el reactivo Fenton 
(pH sobre 6) se consiguió una remoción de COT del orden de 41%. Se encontró que la concentración de H 2O2 y la temperatura de 
reacción tienen los efectos más significativos tanto en la eficiencia del proceso como en el costo de operación, lo que las convie r-
te en variables a priorizar en la ejecución del tratamiento. 
Palabras clave: reactivo Fenton, procesos avanzados de ox idación, agua residual laboratorio, remoción de COT. 
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Introduction1 2 
Water contamination continues having an impact on the envi-
ronment; water-born effluent comes from a large variety of 
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chemical industries, containing organic components such as 
phenol, alcohol, benzene, ether and chlorinated aromatic deriva-
tives at differing concentration, all of them being toxic and dan-
gerous when they are released into the environment. Society’s 
growing demand for water decontamination has been reflected in 
stricter regulations, driving the development of new depuration 
technologies during the last few years.  
An explicit example in this field would be chemical waste pro-
duced by academic and commercial laboratories; such waste is a 
by-product of research, teaching and testing. It can be considered 
as producing the most polluted wastewater and, at the same 
time, could afford the highest challenges for treatment and dis-
posal due to its inherent characteristics (Benatti et al, 2006). Its 
constituents may include waste from chemical, biological and/or 
microbiological experiments involving a wide range of synthetic 
and natural samples. Heavy metals, high levels of organic matter, 
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low pH conditions and a variety of non-quantified harmful sub-
stances are common in such wastewater. 
The main techniques used for decontaminating laboratory 
wastewater today involve physical processes. However, these 
processes may be costly, inefficient and tend to produce an 
excessive volume of secondary waste (Metcalf & Eddy, 2003). 
Ozone and hypochlorite oxidation represent effective methods 
but they are not desirable because of high operating costs, 
equipment cost and the concomitant pollution arising from the 
residual chlorine (Malik & Saha, 2003). Such waste is usually 
disposed of via sewers carrying municipal waste without having 
any type of treatment.  
A particularly relevant alternative for dealing with difficult efflu-
ent involves using advanced oxidation processes (AOPs) where 
organic pollutants are transformed into harmless compounds, 
CO2 and water by oxidation. Fenton’s reagent represents an 
example of an AOP; it has proved to be a promising and attrac-
tive treatment method for effectively destroying a wide variety of 
dangerous organic pollutants (Lin & Lo, 1997; Dutta et al., 2001; 
Lee & Shoda, 2008; Bianco et al., 2011). The process is straight-
forward and inexpensive, taking place at low temperatures and 
atmospheric pressure (Bigda, 1995). It consists of a reaction 
between ferrous iron and H2O2 and is based on generating hy-
droxyl radicals (•OH) which are highly reactive (standard poten-
tial: 2.8 eV); these hydroxyl radicals are formed by catalytic 
decomposition of H2O2 in an acid environment (equation 1) 
(Walling, 1975): 
            
            (1) 
The by-product, ferric ions, can react with hydrogen peroxide or 
superoxide radical (O2-) to regenerate the ferrous iron as shown 
below: 
             
       
      (2) 
          
            (3) 
All three previous reactions constitute the iron cycle among 
states of ferrous and ferric oxidation, whereas H2O2 becomes 
entirely consumed thereby producing hydroxyl radical (Neyens & 
Baeyens, 2003). These OH radicals can non-selectively oxidise a 
variety of organic compounds having high reaction rates. This 
property can be used for the complete mineralization of a pollu-
tant or its degradation into less harmful substances. The main 
advantage of Fenton's reagent is that its components are easy to 
handle, are environmentally-friendly and cheaper than other 
oxidants (Kavitha & Palanivelu, 2004). However, experimental 
conditions should be optimised to ensure suitable performance 
because many variables can affect pollutant removal effectiveness, 
and even more so due to the presence of a wide variety of con-
taminants.  
Fenton´s reagent has been employed over real wastewater de-
contamination for treating unusual types of pollutants, obtaining 
different results in each case. For instance (Swaminathan et al, 
2003) and (Rodrigues et al, 2009) have used Fenton process for 
decolorizing water, finding color removal close to 99%. At the 
same time, (Bautista et al, 2007) treated cosmetic wastewater 
optimizing Fenton´s reagent achieving 60% of total organic car-
bon (TOC) removal. Some other authors have used Fenton 
process for decontaminating complex wastewaters like (Martínez 
et al, 2003), (Badawy & Ali, 2006) and (Méndez et al, 2010) with 
decontamination percentages of 56% up to 90% in terms of 
chemical oxygen demand (COD). (Lucas & Peres, 2009) also 
employed Fenton´s oxidation for improving the quality of olive 
mill wastes reaching 70% of COD removal. With respect to 
laboratory wastewaters, (Benatti et al, 2006) assessed Fenton 
reagent in a decontamination process, optimizing the oxidation 
process with a 92% of COD removal, but they required pre-
treatment for improving the effectiveness of overall treatment. 
In spite of the numerous applications for Fenton’s reagent, little 
research has been done into its effect regarding laboratory 
wastewater. In fact, understanding is superficial regarding the 
multiple interactions amongst heavy metals, solids and organic 
material involved in oxidation. Furthermore, economical assess-
ment of the treatment seems to be a negligible component in 
most of the previous studies. This work thus involved treatment 
performance being evaluated through experiments and economic 
optimisation based on a system’s actual requirements and partic-
ular constraints. 
Materials and Methods 
Wastewater samples 
Wastewater was obtained from the Regional Autonomous Cor-
poration of Cundinamarca’s Environmental Lab’s treatment plant 
in Bogotá, Colombia. Samples were taken using composite sam-
pling over a 6-hour period and then stored at 4°C in the dark 
immediately after this procedure. The mixed, composite sample 
(used in oxidation experiments) was first characterised in terms 
of some parameters according to local policies as well as final 
effluent after treatment. Table 1 shows these samples’ character-
isation. 
Table 1. Characteristics of laboratory wastewater before and after Fen-
ton’s treatment 
Parameter Unit 
Initial effluent 
(average)a 
Final effluent (best 
performance 
achieved)b 
Final effluent 
(lowest cost)c 
Limit 
valued 
TOC mg/L 150.5 16.9 68.1 - 
BOD5 mg/L 4.3 2.1 2.2 800 
COD mg/L 689.9 70.2 251.0 1,500 
Oils and fats mg/L N.D. N.D. N.D. 100 
Settleable solids mg/L N.D. N.D. N.D. 2 
pH  2.50 3.0 3.0 5.0–9.0 
Total   phenols mg/L 0.45 N.D. N.D. 0.20 
Dissolved oxygen mg/L 4.7 5.5 5.1 - 
Temperature °C 18.1 80 20 30 
Al µg/L 1451 1061 1073 10,000 
Cu µg/L 395.3 212.2 210.6 250 
Cr µg/L 10.21 9.68 10.03 1,000 
Hg µg/L 100.3 42.42 43.82 20.0 
Mn µg/L 1132 686.4 693.5 1,000 
Ni µg/L 524.8 309.3 315.5 500 
Pb µg/L 7.89 6.95 6.98 100 
Zn µg/L 2523 1272 1303 2,000 
Fe mg/L 2.25 47.3 46.9 10.0 
a average of 5 different composite samples measured 
b Results obtained at [Fe(II)]0= 50 mg/L; [H2O2]0= 50 mM; pH= 2.8 and T = 80°C. 
(initial TOC: 152.2 mg/L) 
c Found data at the lowest cost of treatment in accordance with the economic 
model developed; [Fe(II)]0= 36 mg/L; [H2O2]0= 45.5 mM; pH= 2.6 and T = 20°C 
(initial TOC: 147.7 mg/L) 
d Emission limit for industrial wastewater discharge into the municipal sewer 
system according to the 3957 Res Environmental Secretariat of Bogotá. 
N.D.: not detected. 
Experimental procedure 
Chemical oxidation of the wastewater samples took place in a 
0.5 L batch jacketed glass reactor (0.25L sample size). A thermo-
static bath was used for temperature control and the reactor 
was continuously stirred at 200 rpm with magnetic bar. Oxida-
tion was carried out as follows: pH was adjusted to the appro-
priate value (2 to 6) by adding sulphuric acid (H2SO4, 1N) and 
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sodium hydroxide (NaOH, 1N), followed by setting the tempera-
ture through the thermostatic bath. Solid iron sulphate 
(FeSO4.7H2O from Merck) was then dissolved and hydrogen 
peroxide solution (30%, w/w from Merck) was added. Time zero 
coincided with adding the total volume of H2O2 and experiments 
were run up to 90 min. Most experiments were repeated at least 
twice and the average relative error regarding final TOC removal 
in all repeated runs was 9.5%.  
Experimental design and statistics 
A second order polynomial was considered in the present work 
as the model for describing oxidation data; it has been used in 
previous work (Ramirez et al., 2005; Benatti et al., 2006) for 
optimising process variables for maximising pollutant removal. 
The mathematical model was used in the economic evaluation, 
taking four measured variables into account: H2O2 and Fe(II) 
concentration, temperature and pH. These natural X i variables 
were converted into dimensionless codified x i values for statisti-
cal calculation, using equation (4) to allow comparing different 
factors to different units and reduce error regarding polynomial 
fit: 
   
   
                               
 
                              
 
 (4) 
The experimental results for response yi (TOC removal meas-
ured as a conversion, XTOC) were then fitted to a second order 
polynomial model (5) that took linear and quadratic effects of n 
variables into account as well as interactions amongst them: 
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   ∑   
 
   
  
  ∑∑       
 
   
 
   
 (5) 
where x i referred to codified variables derived from XTOC values, 
0,  i,  ii and  ij represented the parameters in the second order 
model (0 intercept term,  i linear term,  ii quadratic effects,  ij 
interactions among variables). General algebraic modelling sys-
tem (GAMS) software was used for calculating the corresponding 
coefficients, using global optimisation for least-squares fitting. 
Analytical methods 
TOC was measured by selective catalytic oxidation followed by 
IR spectrometry for CO2 quantification using a SKALAR Formacs 
HT/Analyzer which has an automatic sample injector. TOC 
values were the average of at least two measurements. Samples 
were taken from the reactor at 10 minutes intervals for each 
analysis; the reaction was stopped by adding excess solid sodium 
sulphite (Na2SO3) which instantaneously consumed the remaining 
H2O2. COD, BOD5 (Biochemical oxygen demand), settleable 
solids, oils and fats, pH, temperature and dissolved oxygen were 
performed in accordance with (Standard methods, 2005). COD 
was measured with a Spectroquant TR 320 reactor and metals 
concentrations (Al, Cu, Cr, Hg, Mn, Ni, Pb, Zn) were character-
ised by inductively coupled plasma mass spectroscopy (ICP-MS) 
according to EPA guidelines (1994) using a Varian 820-MS. Iron 
concentration (Fe) was determined by atomic absorption spec-
troscopy using a UNICAM 989. 
Results and Discussion 
TOC removal was chosen as a target parameter for establishing 
appropriate conditions for the aforementioned operational varia-
bles because, although wastewater has seasonal characteristics 
according to laboratory work, TOC content tends to show less 
variation over large periods of sample collection. TOC has the 
advantage of advising directly on the degree of mineralization, 
namely, complete oxidation to CO2 and H2O, which undergoes 
the organic matter present in the wastewater. Table 2 shows the 
oxidation experiments carried out with Fenton’s reagent in 
wastewater samples. It should be noted that ranges were chosen 
based on the authors’ previous results (Ramirez et al., 2005) and 
findings in the pertinent literature (Swaminathan et al., 2003; 
Malik & Saha, 2003; Lucas & Peres, 2009). 
TOC conversion by Fenton reaction after 90 minutes’ oxidation 
was 41.4% to 88.8% depending on the operating conditions. This 
TOC data was directly related to organic matter content in 
samples; XTOC therefore represents these compounds degree of 
mineralization to CO2 and water. Despite the calculated conver-
sion, smaller intermediate, less contaminating molecules still 
affected TOC measurement. 
Table 2. Experimental conditions and XTOC obtained after oxidation 
(90 min reaction) 
Exp. T (°C) pH H2O2 (mM) Fe(II) (mg/L) XTOC (%) 
1 20 2.8 50 15 46.12 
2 20 2.8 50 30 47.29 
3 20 2.8 50 45 53.45 
4 20 2.8 50 50 56.79 
5 20 2.8 50 60 52.86 
6 20 2.8 50 80 53.10 
7 20 2.8 50 100 53.92 
8 30 2.8 50 50 55.92 
9 40 2.8 50 50 77.10 
10 60 2.8 50 50 78.96 
11 80 2.8 50 50 88.79 
12 20 2.8 20 50 41.63 
13 20 2.8 30 50 48.27 
14 20 2.8 40 50 52.80 
15 20 2.8 60 50 62.36 
16 20 2.8 70 50 58.87 
17 20 2.0 50 50 53.77 
18 20 3.4 50 50 57.62 
19 20 4.0 50 50 55.06 
20 20 4.5 50 50 53.92 
21 20 5.0 50 50 50.82 
22 20 6.0 50 50 41.43 
Effect of initial pH 
The inﬂuence of initial pH on the mineralization of laboratory 
wastewater was first studied, Figure 1 shows that when the initial 
pH increased from 2 to 2.8, the XTOC value rapidly increased, 
decreasing drastically when pH was raised from 2.8 to 3.4 and 
when values were above 2.8. This pattern had been previously 
observed by the authors (Ramirez et al., 2005) and agreed with 
the literature as it is generally accepted that acid pH levels close 
to 3 are the optimum for Fenton oxidation (Walling, 1975).  
 
Figure 1. The effect of pH on laboratory wastewater mineralization: 50 
mg/L Fe(II)]0, 50 mM [H2O2]0, T= 20°C 
MARTÍNEZ, RAMIREZ AND TOLEDO 
  
                         INGENIERÍA E INVESTIGACIÓN VOL. 33 No. 2, AUGUST - 2013 (30-35)    33 
The process becomes less effective at pH<3. Indeed, Fe(II) re-
generation in such conditions (via reaction between Fe(III) and 
H2O2) becomes inhibited due to a reduction in formation of 
Fe(II)-peroxo-complexes (as intermediates) (Pignatello, 1992). 
Performance signiﬁcantly decreased at pH above 3.4, mainly 
because the dissolved fraction of iron species also decreased 
(Pera-Titus et al., 2004). Fe(III) precipitates at high pH values 
thereby decreasing the concentration of dissolved Fe(III). Conse-
quently, Fe(II) species’ concentration also decreased because 
Fe(III) hydroxides are much less reactive towards H2O2 than 
dissolved Fe(III) species. Despite this pattern, TOC removal was 
around 41% at pH 6.0, meaning that Fenton’s reagent worked 
properly in this kind of wastewater, even in adverse conditions. 
The effect of temperature 
The effect of temperature on laboratory wastewater mineralization 
can be observed in Figure 2, where XTOC was obtained at five differ-
ent temperatures. Figure 2 clearly shows that the reaction rate 
increased when temperature increased, this being expected due to 
the exponential dependency of the kinetic constants on reaction 
temperature (Arrhenius’ law). It should be noted that TOC removal 
was close to 77% at 40oC and around 79% at 60oC. Although lower 
than that obtained at higher temperatures, TOC removal values 
achieved at 40oC might be considered satisfactory, taking into ac-
count that lower temperatures might have reduced process costs. 
 
Figure 2. The effect of temperature on laboratory wastewater 
mineralization: 50 mg/L Fe(II)]0, 50 mM [H2O2]0, pH=2.8 
The effect of Fe(II) concentration 
The above procedure was also applied when analysing iron con-
centration effect on XTOC (Figure 3). The data showed that the 
degradation rate was acutely sensitive to iron concentration 
because it acted as a catalyst in the Fenton reaction. An increase 
in Fe(II) load implied that more •OH radicals were available for 
oxidation. When the iron concentration changed from 15 to 50 
mg/L, the reaction rate increased significantly but, when higher 
iron loads were used (i.e. 80 mg/L), the reaction rate decreased. 
However, final TOC conversion was remarkably similar in the 
three cases, being around 50% TOC removal. The best XTOC 
value was achieved at Fe(II)  50 mg/L. When higher Fe(II)  concen-
trations were used, the efficiency of the reaction decreased; 
excess catalyst may, however, have led to a loss of •OH species 
by the following scavenging reaction (Walling, 1975): 
                   (6) 
TOC removal took place in two stages with Fenton’s reagent 
regarding time (Figure 2 and 3); organic matter was rapidly de-
graded during the first stage (Fenton stage) where iron was 
mainly Fe(II). The second stage (Fenton-like stage), where iron 
was mostly Fe(III), produced oxidation at a slower rate. Figure 3 
shows how oxidation occurred faster during the first 30 minutes 
of reaction and then degradation slowed down. This pattern was 
mainly due to ferrous ions reacting quickly with hydrogen perox-
ide (k1≈ 70 M-1 s-1) (Neyens & Baeyens, 2003) to produce large 
quantities of hydroxyl radicals, as can be seen in equation (1), 
consequently reacting rapidly with organic matter. Fe(II) regener-
ation was clearly slower than spreading reaction rate (equation 
1) based on the reaction mechanism described in equations 2 and 
3, due to its low constant rate (k2≈ 0.05-0.27 M-1s-1) (Ramirez et 
al., 2009). The oxidation rate during the second stage was thus 
slower than the first one. 
 
Figure 3. Iron concentration effect on laboratory wastewater 
mineralization: pH= 2.8, 50 mM [H2O2]0, T= 20°C 
The effect of H2O2 dose 
The effect of initial hydrogen peroxide concentration on TOC 
conversion can be observed in Figure 4; the results show that 
the degradation rate increased for increasing hydrogen peroxide 
loads when this load changed from 20 to 60 mM; however, the 
reaction rate decreased when 70 mM H2O2 concentration was 
used. The fact that extremely high H2O2 concentration values led 
to a decrease in TOC conversion in some conditions was possi-
bly due to the competition between these species for hydroxyl 
radicals. Indeed, •OH radicals are quite non-selective, reacting 
with the organic matter present but also with other species. In 
this work, a maximum wastewater degradation performance 
value was achieved with 60 mM hydrogen peroxide concentra-
tion due to the following reaction having a high kinetic constant 
that allowed degradation of H2O2 into water (k7≈ (1.2*107-
3.3*107) M-1 s-1) (Ramirez et al., 2009): 
       
         
  (7) 
 
 
Figure 4. The effect of H2O2 concentration on laboratory wastewater 
mineralization: 50 mg/L [Fe(II)]0; pH= 2.8, T=20°C 
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Economic optimization 
Using Fenton’s reagent as a wastewater treatment involved many 
conditions in accordance with technical requirements for decon-
tamination and regarding treatment cost. An economic assess-
ment of the Fenton process should take into account initial 
investment, operating costs and the expenses arising from inade-
quate regulatory completion. The Fenton process could be de-
fined as a process involving a large demand for reagents which 
cannot be recovered due to their consumption and dispersion in 
reactive medium. This led to a need for determining operating 
conditions which would allow suitable TOC removal and an 
effective treatment cost. Such requirement is critical because the 
process could become expensive if reagent consumption rises 
and because cost depends on the scale of implementation. 
 
Figure 4. The effect of H2O2 concentration on laboratory wastewater 
mineralization: 50 mg/L [Fe(II)]0; pH= 2.8, T=20°C 
Cost in terms of operational variables and some penalties related 
to lack of regulatory compliance was used to describe using 
Fenton’s reagent as treatment for the chemical lab studied to 
establish accurate operating conditions. Cost F(x) was established 
as follows: 
    ( )  [ ∑    
 
   
 ∑   
 
   
 ∑   
 
   
     ] (8) 
              ( )    
                 ( )    
where y referred to matching reaction processed per day, C i the 
individual cost per unit for each operational variable i, q i the 
quantity used for each operational variable i per batch, Cpi the 
cost of regulatory incompliance or saving due to reuse of water 
per volume of treated water, Cei service costs, Cr reactor cost 
per volume and VR reactor volume. Restriction h(x) described 
the system (i.e. mass and energy balance, XTOC, sizing, etc.), and 
g(x) established boundaries for the problem (i.e. Tr-max, XTOC-min, 
VRmax, etc.). 
Taking into account that the cost function involved the four 
measured variables, and these determined TOC removal pattern 
as well as part of the operational costs of the treatment, it was 
necessary to make explicit how such variables affected this func-
tion. One way of doing this was by means of the second order 
polynomial model described above. The model described by 
equation (5) was used for fitting the data shown in Table 2 after 
codification in accordance with equation (4), where X1, X2, X3 
and X4 referred to [Fe(II)], [H2O2]0, temperature and pH, re-
spectively. Table 3 shows the determined coefficients after fitting 
by least-squares using GAMS software. Figure 5 shows how the 
model properly predicted XTOC in the measured interval, achiev-
ing 0.94 R2 which means the model was able to explain close to 
94% of data variability. 
 
Figure 5. Regression plot of measured data and predicted values for the 
model. X-axis experimental data; Y-axis predicted values 
As can be seen from Table 3, XTOC had a strong dependence 
on pH, and hydrogen peroxide concentration due to the higher 
values of the linear terms in the model. Nevertheless, there was 
another strong effect produced by the interaction between T-pH 
and T-Fe concentration (interaction parameter  ij). That meant 
each variable played an important role during oxidation, but 
temperature maintained a remarkable influence on TOC remov-
al. In fact, above 20% XTOC increase was achieved when tem-
perature increased from 20°C to 60°C. 
Table 3. Calculated coefficients for fitting data by the least 
-squares method 
Coefficient Value Coefficient Value 
 0 62.47 44 -7.98 
 1 -7.74 12 -0.83 
 2 10.12 13 -11.50 
 3 3.41 14 0.043 
 4 -21.98 23 3.05 
 11 -6.99 24 -2.97 
 22 -2.27 34 -17.55 
 33 -4.53 - - 
The problem optimisation described by equation (8) is mixed 
integer nonlinear programming (MINLP) which defined opera-
tional costs for the Fenton reaction in study. Using the parame-
ters listed in Table 4, and the BARON solver (GAMS), problem 
(8) was solved to establish an operational condition where TOC 
removal was significant and the operational cost of treatment led 
to economic feasibility in accordance with laboratory budget. 
Table 4. Parameters considered for solving economic optimisation 
Parameter Value Parameter Value 
Vwastewater (L)a 400 tamortiz- Vr (year) 3 
XTOC-min (%) 40.0 Cr (US$/L) 13.5 
tr (minutes) 90.0 Cpi -penalty (US$/L)b 5.4 
TR (°C) 17-70 Cpi -save (US$/L)c 0.052 
VR-max (L) 100 Ce1 -Energy (US$/BTU) 0.02 
Ce2 Water (US$/L) 0,068 C2 -FeSO4.7H2O (US$/g) 0.055 
C1 NaOH (US$/g) 0.035 C3 -H2O2 30% (US$/mL) 0.003 
Operation Batch - - 
a Average volume to be treated daily 
b In accordance with environmental secretariat of Bogotá  Res3957 
c Average cost of reusing water for industrial services in Bogotá 
After solving the optimisation problem, the condition that pro-
duced the lowest cost was 36ppm [Fe(II)]0, 45.5mM [H2O2]0 TR 
= 20.4°C and pH=2.6, giving an expected XTOC= 50.6 %. The 
MARTÍNEZ, RAMIREZ AND TOLEDO 
  
                         INGENIERÍA E INVESTIGACIÓN VOL. 33 No. 2, AUGUST - 2013 (30-35)    35 
cost was US$ 20.19 representing total daily cost for treating 
400L wastewater in 7 reaction batches, meaning US$ 0.050 per 
litre of treated wastewater. When the lowest cost condition was 
compared to the cost for the best performance, at 50ppm 
[Fe+2]0, 50mM [H2O2]0, TR = 80°C and pH= 2.8 with 
XTOC=88.8%, total treatment cost was US$ 24.90 daily, 23% 
higher than optimised conditions. An experiment was carried out 
in optimised conditions to verify the mathematical model’s pre-
dictions. Table 1 lists the characterisation of the water treated in 
such operating conditions, giving XTOC=53.9% which was close 
enough to empirical model prediction. A higher level of detail 
could probably be obtained if TOC measurements were com-
plemented by characterising each pollutant present in 
wastewater. The integration of such information could provide a 
kinetic model and thereby a more precise design for the reactor 
and the complete system. 
Conclusions 
The results confirmed the potential of Fenton’s reagent for 
treating real wastewater and they also suggested that this meth-
od is a viable option for treating laboratories’ wastewaters due 
to the TOC reduction achieved. The best performance was 
obtained using pH 2.8, 50 mg/L Fe(II) concentration and 50mM 
initial H2O2 concentration which led to 88.8% TOC removal. 
Even in the worst operational conditions, Fenton’s reagent gave 
close to 41% TOC removal which meant the evaluated process 
could be applied to a wide range of operating conditions, includ-
ing pH around 6. The economic optimisation of Fenton’s reac-
tion was interesting as assessment took additional parameters 
into account to determine operating conditions able to comply 
with technical, economic and regulatory requirements. Economic 
optimisation specified that expected TOC removal was 50.6 % at 
36ppm [Fe(II)]0, 45.5mM [H2O2]0, TR=20.4°C and pH=2.6, giving 
a daily cost of US$ 20.19. The results could be applied to a simi-
lar process having similar characteristics, as the mathematical 
model was developed in accordance with specific restrictions and 
over a specific range for the variables. 
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